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Mounting height see table |

LUMINAIRE ARM DATA

% Type 30 - arm length 6'-0" - 15’-0" maximum
%% Type 31 - arm lengths 20'-0"

Projected length of
luminaire arm

20'-0"
Type 31

15'-0" Unless otherwise noted

Type 30

See Detail A

Luminaire arm
see fable

Tap pole plate.

24" 8 hole.
Chased edges for

T
0
M/Type 31 round tapered steel pole
6" x 10%" Min OD x 35'-0"
wall thickness 0.1793".
Type 30 round tapered steel pole
37%" x 8¥" Min OD x 35'-0"
wall thickness 0.1196".
Detail B
Slip Base R
EL
= t
j— —

Conduit / T J
0

s -
CIDH Pile

foundation
ELEVATION

Chased edges for
electrical conductors

¥4"-10NC-2/2" 1ong
HS cap screws, total 4.

electrical conductors —

R 9" x 1" x 9"

25"
PROJECTED | ococ| MINIMUM | MOUNTING % .
LENGTH 0D @ POLE| HEIGHT Provide removable
raintight cap
* 6'-0" 31" 36'-9"+
8'-0" 3V 37-3"+ %"-11NC-1%4" long
T0-0" 0.1196" 3%, 387-0'"t HS cap screws, fotal 3
— m Tap pole plate
12-0 3% 39'-0"«
15-0" al" 39'-6"¢ T‘ | i\w
%% 20'-0 0.1793 5 37'-0"¢ 214" @ hole | o

3‘/4”

S

€ Pole
e

4

Bar 115" x V4" x 5"

29,
Min

o

—

fi==
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DETAIL A - TYPE 30

Provide removable
raintight cap

¢ Pole
%"
I Bar 214" x 3" x 7"

DETAIL A - TYPE 31

j
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c
=

Metal sleeve at
each weld joint

POLE SPLICE

LRV
+ock weld

DETAIL B

Backing ring,

Pole wall

Base B

OTES:

N

1.

&

o

FOST MILES_ [SHEET| TOTAL
DIST‘ COUNTY ‘ ROUTE ‘ TOTAL PROJECT ‘ NO. |SHEETS

May 1, 2006

PLANS APPROVAL DATE

The State of Callfornia or Its offlcer:
gents sl no bo regpansible for 1 acauracy
or complefeness of electronlc coples af this pian
sheer.

To get fo the Calfrans web site, go to: hitp:/ /www.dot.cagov

Sheet steel shall have a minimum yield of
48,000 psi.

. For slip base details see Standard Plan ES-6F.
. For Type 30 fixed base use Type 15 base plate,
and foumdo‘r\on shown on Standard Plan ES-6A.

Use 14" Dia x 3'-6" x 4" anchor bolts.

.For Type 31 fixed base use Type 32 base plate,
anchor bolts and foundation on Standard Plan ES-6G.

. Handhole shall be located on downstream side
of traffic unless noted otherwise on plans.

. For additional general notes refer to
Standard Plan ES-TM.
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STATE OF CALIFORNIA
DEPARTMENT OF TRANSPORTATION

ELECTRICAL SYSTEMS
(LIGHTING STANDARD
TYPES 30 AND 31)
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